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DOOR SCHEDULE
6 5/8" 414" 47/8" O DETAIL NOTES BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
STRUCTURE
ABOVE 1 Sealant both sides of frame. Provide backer rod at all DOOR SIZE HDWE
— e : — — r S - @ exterior locations. # RM RM | TYPE MATL | # | W H T | TYPE MATL | HEAD | JAMB | FIRE RATING | SET REMARKS
| g :gﬁgrz :;;ntop lastic \ N 1o N ™ firﬁf:tiztigesa?:ﬁn; ;Ch 2 Metal stud framing. 100A 100 100A F WD 1.]3-0"] 7'-0" | 13/4" 1 HM H1 J1 20 Min. - Smoke 3
| 5 negative air pressure i )| : side 3  Fiberglass batt insulation. 100B 100 100B F WD | 1 [3-0"|7-0"[134"| 1 HM H1 J1 | 20Min.-Smoke | 3
J Inside the area indicated : | Air and moisture barrier. 4 5/8" Type X' gypsum board. See Wall Types. 100C 100 100C F WD 1 13-0"| 7-0" | 13/4" 1 HM H1 J1 20 Min. - Smoke 2
= amount of ACT oaling te L Alr and moisture barrier . 5  Hollow metal frame. 100D 100 100D F WD | 1 | 3-0"| 7-0" | 134" | 1 HM H1 JI | 20Min.-Smoke | 2
| and grid, lghting, 2ir / \ . o 3 5/8" metal studs @ 16" 6  Existing structure to remain. Patch and repair finishes as 100E 100 100E F WD 1 13-0"| 7-0" | 13/4" 1 HM H1 J1 20 Min. - Smoke 2
| | COEXES.SCEZ at:%r%r;sﬁaﬁe 6" metal studs @ 16" 0.c." 7 6" metal studs @ 16" o.c. oc. required to match existing conditions. 100F 100 100F F WD | 1 3.0 | 7-0" | 132 1 HM HA T 20 Min. - Smoke 5
| Goordinate exact It of | FIN. CEILING 7 For type of glazing, refer to door schedule. 100G | 100 100G F WD | 1 |3-0"| 7-0" | 134" 1 HM H1 J1 | 20Min.-Smoke | 2
o o | - demotE]t;ogOTR. ;'Zeld with - i ~ Acoustic insulation. R19 - ik ~ Acousticinsulation. R19 : ~ Acoustic insulation. R19 a 8  Airspace. _ 100H 100 100H F WD 1 3'-0" | 7-0" | 13/4" 1 HM H1 J1 20 Min. - Smoke 2
‘ Mechanical, Electrical and minimum. k( 7\/ minimum. T minimum. 9 Double StudS at Jamb, typ 100| 100 100| F WD 1 3| _ Ou 7| _ Ou 1 3/ " 1 HM H1 J1 20 M|n _ Smoke 2
Plumbing PI . . .
— Hmbing Fans v v 10 Shim as required. o _ 100J 100 100J F WD | 1 |3-0"|7-0" 134" | 1 HM H1 J1 20 Min.-Smoke | 2~ 7
|  ineulat o e Sypsum i e P S8 ype ' gypsum " gterr?;‘?cr;\géiiléTitr?é-cgﬁgiﬁc?:lzllatg 'erEuergtd Patch and repair 100K | 100K 101 F WD | 1 | 3-0"[7-0" 134" 1 HM H1 J1 | 20Min.-Smoke | 4 (|3/4"Undercut i/
Acoustic insulation. R19 board. : board. board. 12 Brick venee ' 100L 101 100L F WD | 1 |3-0"|7-0" 134" 1 HM H1 J1 20 Min. - Smoke 2 ¢ {
| | oo | 15 e 100M | 100M 101 F WD | 1 | 3-0"| 7-0" | 134" | 1 HM H1 J1_ | 20Min.-Smoke | 4 (|3/4" Undercut
= 518" type'” gypsumn Acoustic sealant / e - 101A 101 G HM 1 13-0"|7-2"13/4"| 3 HM H3 J3 - 1 | Téphalf of transon to have spandrel panel
| ﬁ board. 4 Acoustic sealant i fire-rated sealant each 14 2" rigid insulation. infill. Bottom half to 1" insulated tempered
Acoustic sealant :, ] side 15 Repair and finish wall to match existing adjacent glass with low-e coating.
| 1 FLOOR SLAB Cf"f‘s"uc“"”- _ _ 101B 101 101B F WD | 1 |3-0"| 7-0" 134" 1 HM H1 J1 20 Min. - Smoke 3 (3/4" Undercut )
S . - . e | - @ 16 1"insulated tempered glass with low-e coating. 101C | 101C 101 F WD | 1 | 3-0"| 7-0" | 134" | 1 HM HA J1 | 20Min.-Smoke | 3 ( |3/4" Undercut |, />
17 1/2" thermal break. _ 101E | 101D | 101E F WD | 1 |3-6"| 7-0" | 134" 1 HM H1 J1 1 HR. - Fire 3
18 Full joint weep/vent @ 24" 0.c. horizontal. 101F | 101D 101F F WD | 1 | 3-0"| 7-0" | 13/4" | 1 HM H1 J1 | 20Min.-Smoke | 2
19 Hospital stops @ all interior door frames. 101G | 101D 101G F WD | 1 | 3-0"| 7-0" | 13/4" | 1 HM H1 J1 | 20Min.-Smoke | 2
T1.0 S2.1 S2.0 S1.0 20 Field applied stop. 101H | 101D | 101H F WD | 1 | 3-0"| 7-0" | 134" | 1 HM H1 J1 | 20Min.-Smoke | 2
TEMPORARY 21 Mastic bed _ _ 101 101D 1011 F WD | 1 |3-0" 7-0" 134" 1 HM H1 J1 | 20 Min.-Smoke | 2
CONSTRUCTION WALL S1.0-N D T ITION 22  Existing structure to remain, protect in place. 101J | 101D 101J F WD | 1 | 3-0"| 7-0" | 134" | 1 HM H1 J1 | 20Min.-Smoke | 2
: %2 onditions. Gonfirm color selsbton with GOTR. = 101K | 101D | 101K | F | WD [ 1  3-0"|7-0"[134" | 1 HM | Hi J1 | 20Min.-Smoke | 2
WALL TYP ES o4 Th I f'l hi ' 101L 101D 101L F WD 1 1 3-0"| 7-0" | 13/4" 2 HM H1 J1 20 Min. - Smoke 2
e B ,r;‘tfwa a?lsbtleng'nd orotect i ola 101M | 101D 101M F WD | 1 | 3-0"| 7-0" | 134" | 1 HM H1 J1 | 20Min.-Smoke | 2
Scale: N.TS. " HX'” '”gmwtal >t'° - dro . ! gogeé o 101P | 101D 101P F WD | 1 | 3-0"| 7-0" | 13/4" | 1 HM H1 J1 | 20Min.-Smoke | 2
o F° Ot""ezf lzx,i” r f° : js'o ; dC Ie Hie: 106K | 106L 106K FG WD | 1 | 4-0"| 7'-0" | 134" | 2 HM H1 J1 | 20Min.-Smoke | 5
o8 D(;:)rY:mb bge j:] dg’ retero door senedute. 106M | 106M 106L F WD | 1 | 4-0" 7-0" | 13/4" | 1 HM H1 J1 | 20Min.-Smoke | 3
or Jamp PEYond. - . _ _ 114 114 F HM | 2 | 3-6" | 8-0" | 134" | 1 HM H2 J2 . 6
29 Existing lintel, prep, prime, and paint. Confirm color with
COTR.
30 Hollow metal sidelites paint to finish. Confirm color
selection with COTR.
31 1/4" tempered glass.
EE 32 Provide sealant on both sides of storefront frame.
>~ 33 Type "LC" drywall edge trim around entire window opening.
E—; 34 Interior non-thermally broken single humg aluminum
N window.
= ("9
E G =1 SEE SCHED SEE SCHED. SEE SCHED. \ o1/ 35 Existing exterior window frame. ) _
o 7 SEE SCHED. 36 New solid surface window stool over 3/4" plywood. Field
: = 7 N #% 8" 8" 5" 5" veify all dimensions prior to fabrication.
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FRAME TYPES DOOR TYPES INTERIOR WINDOW WINDOW TYPE 1 DETAILS % B SOLID MASONRY o
. n - l_ n . n = l_ " . n = l_ n - . n = l_ " 4<7 4
Scale: 1/4"=1-0 Scale: 1/4"=1-0 Scale: 1/4"=1"-0 Scale: 11/2"=1-0 L4 BEARING ’
8" CLEAR SPAN 8"
EXISTING e
SEE PLAN EXISTING 1'-5" F.V.

@\ SEE PLAN /\l /\l K
22 . %\Q*/ y i [
- ® [ o | = e
il == o) w8 e e WALL THICKNESS ALL SOLID MASONRY
@ ~ ' oo U 1 —{/@ REDUCED BY WHEN PIERS ARE
51 —® N B @ ; o= LI N Ss| REBATES. LESS THAN 2-0" WIDE
\ - N ®/. : ®/ g : RS INCLUDE IN SPAN
< ._/ ¢ 4 5 <
,»/ﬁ @7 2" 7~1 5/8" : i{/ o E L EVAT I O N
— MATCH EXIST.— SEE SCH.
2 MATCH EXIST SEE s/chlji
@ WALL CLEAR SPAN
oo THICKNESS
(NOM) UP TO 4'-0" 40" TO 7'-6"
EXISTING ° EXISTING 1'-5" F.V.

15/8"

BOLT DOUBLE ANGLES BACK TO BACK USING 3" DIA. BOLTS SPACED 18" OR
PROVIDE ,"x2" LONG WELDS SPACED 18" AT TOP & BOTTOM. DISTANCE FROM
FIRST BOLT OR WELD TO END OF LINTEL NOT TO EXCEED 3".
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STEEL LINTELS FOR
NON-LOAD BEARING WALLS
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